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Connecting easYlite-200 via RS485 Modbus to PLC

Clemens - 2024-10-10 - easYlite-200

easYlite-200 has CAN and RS485 Modbus Interface ports.
Attached PDF gives you additional information how to connect an easYlite-200 to an Modbus PLC.

https://wss.woodward.com/manuals/PGC/easYgen-3000XT series/Application Notes/37990 Connecting%20easYli
te-200%20via%20Modbus_A.pdf
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