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Connecting easYlite-200 via RS485 Modbus to PLC

Clemens - 2024-10-10 - easYlite-200

easYlite-200 has CAN and RS485 Modbus Interface ports.

Attached PDF gives you additional information how to connect an easYlite-200 to an Modbus PLC.

easYlite-200 Modbus

easYlite-200 as stand-alone Annunciator, controlled by a PLC in a system
= CAN bus primary communication line

= RS-485 communication line as redundancy, if CAN line faulty
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