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easYgen-3000XT PWM settings for CAT ADEM
interfacing

Clemens - 2024-09-27 - easYgen-3000XT

easYgen's PWM PID output signal need to set to

min 50% and max 85% (parameter 5208 and 5209) when a CAT ADEM ECM is
connected.

4 . EG3500XTP2 2.12-1_51263 -
b Internal 5201 Selected hardware type PWM ~
4 [ PARAMETER 5203 Filter time constant off ~

4 Configuration
- Configure application
Configure breakers 5206 Source value at maximum level

5204 Source value at minimum level

Configure controller
Configure emergency run

5208 Minimum hardware level

5209 Maximum hardware level
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Configure engine

Configure inputs/outputs 5210 PWM output level
Configure analog inputs

~

Configure analog outputs
4 Analog output 1
5200 AM Data source AO1
Analog output 2
Analog output 3
Analog output 4
Analog output 5
Analog output 6
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