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I can't press Toolkit CONNECT Button to connect
Toolkit with control

Clemens - 2024-09-27 - Toolkit

You see Toolkit Connect button like in marked area?

* DTSC200A_51797_DTSC200A_1.0-0_51796.wtool - Woodward ToolKit
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Go to the bottom of Toolkit Window, there is a drop down menu showing NONE

Choose in drop down menu Toolconfigurator, after Toolkit will connect to your control

Network Device Tool Devices Application Id Status

<None> Al DT5C200A 1.0-0.51796 Connected

<None>
ToolConfigurator


https://support.easygen.org/ja
https://support.easygen.org/ja/kb
https://support.easygen.org/ja/kb/toolkit
https://support.easygen.org/ja/kb/articles/i-can-t-press-toolkit-connect-button-to-connect-toolkit-with-control
https://support.easygen.org/ja/kb/toolkit

