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Wiring Terminal differences MSL.C-2 / MSLC-2XT

Wiring Terminal differences MSLC-2 / MSLC-2XT

Clemens - 2024-03-19 - MSLC-2

See here wiring & terminal differences between MSLC-2 and MSLC-2XT

Differences are mainly related to analog outputs and AC voltage sensing terminals.

[T RIN TErITET I

MSLC-2XT

] \'!TSTE“HCUFIENT Gangralar Cuirgn] AG
e e 1A54
T‘I‘"I‘!:":‘; we |w 2)e 3|y 5| w WE we |me| we HE
HEEE00EE DR EEEEEEEEE IHEHIOHOHBEDODOERAEDOBROED R
CYTTEM B
AUKRIARY SYSTEM B VOLTAGE SYSTEM & WOUTASE VIORTAGE
. 3 humiliniry ‘-",-rl-m F.'.\rllv.'.l’f F,f“pr. B.\uwdn AR Syaem B Vel AG
= B 2 = = a 2 = ] : 120480 ¥ | B0 ¥ ghvph 120V |80V |0V pho O (188 Y g
e el e e i
REFEEiRElREREERERERE s:|s:s:sryzinsf5r3:5t
D EEEEHEDEEEEEEEEEEEEEE HEBEEEEEEERE BB BB EEE D
000 60 0000 B0 0 000000 G R O E 6 EEIE E B 6 G I G E
THTHE g
5|3 § 5 ¢ E Riz A1 R0 R0 re ! R RE | RM Ak R R AR
5 § =J £ Lgd Lond Mam  Aam Aam Lol iGen.  Bmakr  BesEr Low High Ferw SaliTesl
Gwd Bl 3 H 1 Bwibwopen Chse Opm Ll Lient oK
i1 | LLLL .
RELAY QUITPUTS
[ n|n|r||n|u|u|rz|n|n|w|u|n]n sfsd] | e o1 e R T': b
LI S B S T ‘.u:-p,'{lz_cg‘.ti:’a s|851* =12
E £ b as o g we by X 5 5. ¢ 5 iggEiEEt"j 3 '8 s s | EV} E Powtr ]
'ﬁsﬁja!§°ﬁ'§uf§;mﬂ E n-+h—'_u 45__555:!!L‘.I.Lﬁ_uu Supply F;
EE %E‘Eciﬂd“éhg'ﬁi Eow o3 g_, 93 & 2 F § Duowehpas U 1204 Ve
= a2 §t W Y z
g EiE s 3 LM',;‘ § (ol g
U CIGTAL INPUTS MR | 3
F T AR m'a:gu FEACTE LD Aralog hpuls S 10V |54 1820 mA
E EHMMENAN Al 08 Rermole AN Pecsss MO Resoha
o i Ml 1 Lol Fon| Rt " i
zg et MT nl:ou [T ulam an OCONMELTION o |2 ”. -”um. :-Iw- . N . ‘ .
2 FlE B u | Sl e Bl eln el @l @l @l wlo o ®lw
o1 J s2f 3] aefus] s o | we] safoo] o1] sauaf na] os] oa ] sr] s} m]s
[X 10 EETD ETN ETE EEDN KRN WETH RSN EEXD RN EECD NF00 N R A EFDY Y RN RN
He N e ne We e Me He | e HE
Relay Outputs
16a]res] 152] 4 [ 1 e O e me 1454 1az] 141
0 I 5 O O
M P PP Y R LA A A P PA PAPAA AR
NO COMNECTION EEQ ?%Eaz: EER ' L L PR P e A
: Bl EE g pogs g de de dagn oo
e P— g W= ZEEC ‘i'ns:ieﬁ.u'i PO L G



https://support.easygen.org/ja
https://support.easygen.org/ja/kb
https://support.easygen.org/ja/kb/mslc-2
https://support.easygen.org/ja/kb/articles/wiring-terminal-differences-mslc-2-mslc-2xt
https://support.easygen.org/ja/kb/mslc-2

oAt

e MSLC-2 2XT wiring deltas.pdf (762.01 KB)



https://support.easygen.org/ja/kb/articles/wiring-terminal-differences-mslc-2-mslc-2xt/attachment/f0301f20-d9ed-4dea-83d4-333666385212
https://support.easygen.org/ja/kb/articles/wiring-terminal-differences-mslc-2-mslc-2xt/attachment/f0301f20-d9ed-4dea-83d4-333666385212

